JOYPURHAT PALLI BIDYUT SAMITY

Sadar Road, Joypurhat
PTA TARGET & ACHIEVEMENT
Up To June, 2022
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Asstt. Accountant
Joypurhat PBS

NI Weight 2021-2022
Parameters
Nu. Factor Target | Achivement
. |(a) System Loss (LB) _(%%) 20 10.50%| 10.23%
~~ TAccounts Receivable-(Month) (Without Rebate.Resale) 10 1.00 0.86
i . [Collection Bill Ratio (CB) (Without Rebate.Resale) (%) (HB) 1 98.00%| 100.28%
¢ [Payment of Debt Service Liability: (HB). 0.000 5 200,000 200,117
< |0 & M Expense KWH(LB)(Exculding Power Cost.Dep & amortization 2 1.12 1.35
. |Revenue Per KM of Line (Tk 000) 1 348.15 343
|74 of Inspection & Maintenance of Distribution Line (Km) Against
|Energized Line (Km) L 100.00%|  100.00%
v |% of Damaged & Repairable Transformer Against Total Installed 1 1.50% 5.67%
B '7 \a) Pending repairable transformer 5 100.00%| 100.00%
) |b) % Of repairable transformer repaired 2 95.00%  100.00%
. |Store Management Performance
1) Physical Inventory of all stores under the PBS 1 100.00%| 100.00%
ii) Timely Close-out of Mini & Force W/0 1 90.00%| 100.00%
' [Maiintenance & Upgradatiom of TMLM Sofrware 2 80.00%| 81.70%
19 of overloaded transformer against total instaled 1 0.00% 0.00%
- |Improvement of power factor 1 0.93%| 0.98%
¢ |Action on Meter Report (%) 1 100.00%| 100.00%
~ |Average Training Hour Per Employee 2 75.00 85.29
. | Timelines of Attentd Consumers Service/Complain 1 100.00%| 100.00%
7 |Number of Public Hearing (HB) 2 18 37
% |System Average Interuption Duration Index (Saidi) 1.5 1,000.00 983.30
' |System Average Interuption Frequency Index (Saifi) 1.5 35.00 18.165
) |% of new connected consumer 2 100% 100%
! |Accounts Payable (LB) 1 1.00 1.00
B Inter-PBS Transaction (HB) 3 90% 100%
~|GISof 11KV Backbone Line (H.B) 1 550.00 55025
1 |GIS of 33 KV Backbone Line (H.B) 0 - |
L_(_)_ 66




